
          

en
CONDENSING GAS WALL-HUNG BOILERS

Installation manual for the User

de
KONDENSATIONS-WANDGASHEIZKESSEL

Betriebsanleitung für den Benutzer

es
CALDERA MURAL DE GAS DE CONDENSACIÓN

Manual de uso destinado al usuario

cs

sk

el

hu
KONDENZÁCIÓS FALI GÁZKAZÁN

A felhasználónak szóló kézikönyv

pl

ro

     



7730585(04-07/20) 44

-
-

OBSAH
 ..............................................................................................................................................................................................45

 ...................................................................................................................................................45
 ..............................................................................................................................................................................................45

 ........................................................................................................................................................................................45
2. ÚVOD ............................................................................................................................................................................................................46

 ..............................................................................................................................................................................46
 .....................................................................................................................................................................................46

3. TECHNICKÉ VLASTNOSTI ..........................................................................................................................................................................46
3.1 NORMY A HOMOLOGACE ...........................................................................................................................................................................46
3.2 TECHNICKÉ ÚDAJE .....................................................................................................................................................................................47
4. POPIS VÝROBKU .........................................................................................................................................................................................49
4.1 VŠEOBECNÝ POPIS ....................................................................................................................................................................................49

 .....................................................................................................................................................................................49
 ..........................................................................................................................................................................49

5. POPIS OVLÁDACÍHO PANELU....................................................................................................................................................................50
 .......................................................................................................................................................................................................50

 ................................................................................................................................................................50
 ..............................................................................................................................................................................50

 .......................................................................................................................................................................................................50
 .......................................................................................................................................................................................51

6.3 ÚPLNÉ VYPNUTÍ ..........................................................................................................................................................................................51
 .......................................................................................................................................................................51

7. NASTAVENÍ ..................................................................................................................................................................................................51
 ................................................................................................................................................................51

 STAVY A SUBSTAVY ....................................................................................................................................................................................52
 ........................................................................................................................................................................................................53

 ..............................................................................................................................................................................53
................................................................................................................................................................................53

 .....................................................................................................................................................................53
 ..................................................................................................................................................................................53

 ..........................................................................................................................................................................53
 ....................................................................................................................................................................................54

 .............................................................................................................................................................................................54
 ...........................................................................................................................................................................57

 ................................................................................................................................................................................57
11. LIKVIDACE ...................................................................................................................................................................................................57
11.1 LIKVIDACE A RECYKLACE ..........................................................................................................................................................................57

 ..........................................................................................................................................................57
12.1 ÚSPORA ENERGIE ......................................................................................................................................................................................57

 .......................................................................................................................................................................................................57
 ....................................................................................................................................................................57



45 7730585(04-07/20)

  

• 
• 
• 
• 
• 
• 

• 
• 
• 

  

  

  
 
  

 
  

 
   

  

  

 

   

 

 

 
  
 
  

 
• 
• 
• 
  
 

 
• 
• 



7730585(04-07/20) 46

• 
• 
• 

• 
 
  
 

• 
• 
• 
• 
• 
 
2. ÚVOD

  
 

 

  

 
 
 

  
 
  
 
  

3. TECHNICKÉ VLASTNOSTI

CE
 

0085CQ0192

6

B23 – B23P – B33 - C13 – C33 – C43 – C53 – C63 – C83 – C93
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EVOLUTION PRIME 1.24
EVOLUTION 
PRIME 24

EVOLUTION 
PRIME 26

EVOLUTION 
PRIME 28

EVOLUTION 

PRIME 30Pouze 

TUV *

 II2H3B/P

- G20 - G30 - G31

- 24.7 24.7 26.7 28.9 31.0

24.7 24.7 20.6 20.6 24.7 24.7

4.9 4.9 4.9 4.9 4.9 4.9

- 24.0 24.0 26.0 28.0 30.0

24.0 24.0 20.0 20.0 24.0 24.0

26.1 26.1 21.8 21.8 26.1 26.1

4.8 4.8 4.8 4.8 4.8 4.8

5.2 5.2 5.2 5.2 5.2 5.2

% 105.8 105.8 105.8 105.8 105.8 105.8

3 3 3 3 3 3

0.5 0.5 0.5 0.5 0.5 0.5

8 8 8 8 8 8

0.8 0.8 0.8 0.8 0.8 0.8

- - 8.0 8.0 8.0 8.0

- - 0.15 0.15 0.15 0.15

- - 2.0 2.0 2.0 2.0

- - 13.8 14.9 16.1 17.2

- - 9.8 10.6 11.5 12.3

- - 11.5 12.4 13.4 14.3

25÷80 25÷80 25÷80 25÷80 25÷80 25÷80

- 35÷60 35÷60 35÷60 35÷60 35÷60

60/100 60/100 60/100 60/100 60/100 60/100

80/80 80/80 80/80 80/80 80/80 80/80

0.012 0.012 0.012 0.013 0.014 0.015

0.002 0.002 0.002 0.002 0.002 0.002

80 80 80 80 80 80

20 20 20 20 20 20

30 30 30 30 30 30

V 230 230 230 230 230 230

50 50 50 50 50 50

W 84 84 84 86 94 100

26/28 26/28 26/28 26/28 26/28 26/28

700/395/279 700/395/279 700/395/279 700/395/279 700/395/279 700/395/279

- IPX5D IPX5D IPX5D IPX5D IPX5D IPX5D

Pouze 

TUV *

2.61 2.61 2.61 2.82 3.06 3.28

0.52 0.52 0.52 0.52 0.52 0.52

*
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BAXI -  EVOLUTION PRIME 1.24 24 26 28 30

Ano Ano Ano Ano Ano

(1) Ne Ne Ne Ne Ne

Ne Ne Ne Ne Ne

Ne Ne Ne Ne Ne

Ne Ano Ano Ano Ano

Prated 24 20 20 24 24

(2) P4

(1) P1

s % 93 93 93 93 93

4 %

(1) 1 %

elmax

elmin

PSB

Pstby

Pign 0,000 0,000 0,000 0,000 0,000

QHE GJ 74 62 62 74 74

LWA 50 48 48 50 50

NOX 40 38 38 40 40

- XL XL XL XL

Q -

AEC - 33 36 33 33

% - 86 85 85 87

Qfuel - -

AFC GJ - 17 17 17 17

(1) 

(2) 
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4.2 Princip provozu
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*

RESET
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6. PROVOZ
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RESET
 

  

6.2 Zapnutí

  
 
• 
• 
• 
 

BO-000007

OFF OFFMAX MAX

RESET
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Postup zapnutí
 

 
• 
• 
• InI
• 
• 
• 
• (t17)

• VYP
 

 
• 
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7 °C
4 °C 10 °C

 
  

 

 
 
  
 
  

 
• t.17
• u.00

• 

• 

• 
•   
•   
•   
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STAVY A SUBSTAVY
 
• 
• 
 

STAV

STAND BY t00

t01

t02

t03

t04

t05

t06

t08

t09

t10

FUNKCE KOMINÍK NA MINIMÁLNÍ VÝKON t11

t12

t13

t15

t16

t17

t18

t19

SUBSTAV

STAND BY U00

U01

U13

U17

U18

KONTROLA PLAMENE U19

U20

U30

U31

U32

U33

U34

U35

OCHRANA PLAMENE AKTIVOVANÁ U36

U37

U38

U41

VYPNUTÍ VENTILÁTORU U44

U45

U60



53 7730585(04-07/20)

 
  

 
  

1 – 

  
  

  
  

  
  
  

 
• (A)
• 

• (B)
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BO-7713402

1

2

3
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H E

 

H

BO-0000076

E

BO-0000075

RESET

  

DISPLEJE KOTLE

Kód 
skupiny kód

H.01 .00

H.01 .05

H.01 .08

H.01 .14

H.01 .18

H.01 .21
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H.02 .02

H.02 .03
CN2).

H.02 .04

H.02 .06

H.03 .00

H.03 .01

H.03 .02

PROBLÉMY S ELEKTRODOU

  

DISPLEJE KOTLE

Kód 
skupiny kód

E.00 .04

E.00 .05

E.01 .04

E.01 .11

E.01 .12

E.01 .17

E.01 .20

E.02 .00

E.02 .07

E.02 .16



7730585(04-07/20) 56

E.02 .17

E.02 .19

E.02 .20

E.02 .21

E.02 .47

E.02 .48

E.04 .00

E.04 .01

E.04 .02

E.04 .03

E.04 .04

E.04 .05

E.04 .06

E.04 .08

E.04 .10 PROBLÉMY S ELEKTRODOU

E.04 .12

E.04 .13

E.04 .17
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11. LIKVIDACE
11.1 Likvidace a recyklace

 
   

  

12.1 Úspora energie
Regulace topení

 
  
TUV
  

 
 
  
 
  

BAXI  EVOLUTION  PRIME 1.24 24 26 28 30

- XL XL XL XL

-

(Prated nebo Psup) 24 20 24

GJ 74 62 74
(1) - 33 33

GJ(2) - 17 17

% 93 93 93

% - 85 87

WA 50 48 50

(1)  

(2)  


